
Underground Storage Tanks (USTs) 

NEW UST Regulations – The Underground Storage Tank (UST) Regulations, RCSA sections 
22a-449(d)-1 and 22a-449(d)-101 to 22a-449(d)-114, inclusive, identify the performance 
standards for owners and operators of state regulated and federally regulated UST systems. 
The updated UST regulations modernize and update the UST regulations by adding clarity, 
consistency, and flexibility. These updates are consistent with current technologies and 
eliminate outdated standards. 

NEW Release Detection Requirements 

Any state or federally regulated USTs installed on or after August 5, 2025, must be double-walled and 
use continuous interstitial monitoring of the inner and outer walls with a technology such as inert gas, 
liquid or a vacuum (e.g. brine system). 

Double-walled USTs installed before October 1, 2003, have two years (May 7, 2027) to upgrade 
release detection to continuously monitor the interstitial space between the walls (dry space) or 
use continuous interstitial monitoring of the inner and outer walls with a technology such as inert gas, 
liquid or a vacuum (e.g. brine system). 

NEW Life Expectancy for Federally Regulated USTs (RCSA sections 22a-449(d)-101 to 22a-
449(d)-114, inclusive) 

  



 


